Test report

Testing of protection tube from Maincor Rohrsysteme, dimension 20/25 mm.

VERSION
1

AUTHOR(S)
Bjørn-Roar Krog

CLIENT(S)
Maincor Rohrsysteme GmbH & Co. KG

PROJECT NO.
102004276-37

TEST OBJECT
Black protection tube 20/25 mm

TEST PROGRAM
SINTEF Test Method no. 1

TEST LOCATION
Oslo/Stathelle

DATE
2015-08-11

CLIENT'S REF.
Bernd Kaufmann

NUMBER OF
9 + appendices
PAGES/APPENDICES

TEST OBJECT RECEIVED
2015-06-04

DATE OF TEST
June – August 2015

ABSTRACT

SINTEF Building and Infrastructure has on behalf of Maincor Rohrsysteme GmbH & Co. KG carried out testing of protection tube with dimension 20/25 mm. Color: Black.

The tests have been carried out in accordance with SINTEF Test Method no. 1:2010 "Outer protection tube for pipe in tube systems"; 4th edition dated November 9th 2011.

Result: Passed, see Table 4.1 for test results.

The test results relate only to the items tested

PREPARED BY
Bjørn-Roar Krog

APPROVED BY
Lars-Erik Fiskum

REPORT NO.
SFB2015F0316

SIGNATURE
Bjørn-Roar Krog

CLASSIFICATION
Restricted